
1.5m to a 
drain

1m laterally and vertically to an 
opening into a building (does not 
include weepholes designed for a 
building’s sub-floor ventilation)

1.5m laterally to 
an ignition source

0.5m to a store 
of combustible 
materials 
(3m in WA)

1.5m to a public 
footpath

TO MOST AREAS

Electrical ignition 
source

Combustible

Safe storage of LPG Heatagas at our customer locations

Indoor Storage
10kg per 10m² up to 30m²

This means, a maximum of 3 x 8.5kg Heatagas 30m² (5m x 6m room).
Storage of spare or empty cylinders within commercial kitchens is prohibited.

Outdoor Storage
Any cylinder greater than 25 litres and less than 200 litres shall be restrained from falling.

8.5kg LPG Heatagas = 22L
13.5kg LPG Heatagas = 32L

Any 13.5kg LPG Heatagas cylinder not secured within a heater must be restrained by a chain or cage.

The cage must be 
0.5m vertically 
from the top of 
the cage to an 
ignition source

The cage must be clear 
on at least 2 sides for 
sufficient air flow

1m to an opening 
into a building
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